Swimming Pool, Hot Tub & Spa Fact Sheet 2

Q,
Swimming pool definition: Any structure intended for swimming or //:\'(- - =
recreational bathing that is capable of containing water over 24 inches deep.
This includes in-ground, aboveground, on-ground swimming pools, hot tubs and spas.

Permits required: —
1. Building/Zoning permit, for inspection o . —l
of required setbacks and placement of |Easemerrt| iﬂr——___EIarrlerIFence Font |
the pool and pool deck (if applicable). |':'r SEptic |
a.

b.
C.
2. Electrical Permit for inspection of
“bonding” of the (metallic) pool and
proper outlet for the pump/filter.
a.

b.

Basic Zoning Requirements: N \
(See Zoning Ordinance for all requirements) |____________________-_._'__4_____ |

PROPERTY LINE

note type & height
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Submit completed Building g ""—F'r'.'.':l;:’.I:.Z-)GL k.

Permit Application ; | |

Submit a Plot Plan (see sample) | oo N, /" -

Pool deck plans (if applicable) : 1 F TPATIO | o sétfduse&hh:h
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Submit completed Electrical ) i "’TH‘“ ! Elactric
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PROPERTY LIME

Permit Application L/
See the back of this sheet for |
basic bonding/electric info. !
Review code or Electric Permit ]
Manual, at office for more info. |
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1. Installation shall comply with all PROPERTY LINE

requirements of the Zoning Ordinance. STREET
a.

b.
C.

d.

Normally, pools shall be located SAMPLE PLOT PLAN - include address, name and date
in rear or side yards

Pools shall maintain the setback required for buildings, from the property line
(Normally 10 feet or more).

Pools shall not be located in easements, under power lines or over septic
systems.

Pools shall be located a minimum of 4 feet from structures.

Basic Code Requirements: (see Building Code Appendix G for all requirements)
2. Installation shall comply with all requirements of the Michigan Building Code.

a.
b.

A barrier, at least 48 inches tall, shall be provided around area of the pool.

Pool wall may serve as barrier if it measures at least 48 inches tall and the walls
are rigid. Inflated and soft side pools shall require a separate barrier be installed
around the pool if walls are not 48 inches tall.

All openings in barrier shall not allow passage of a 4-inch diameter sphere.

. Access to pool (gates) shall be a minimum of 48 inches tall, open outward and

shall be self-closing and self-latching.

. Where a wall of the dwelling serves as part of the barrier additional requirements

shall apply. (See Building Official)
Spas or Hot Tubs with a safety cover which complies with ASTM F 1346 are
exempt from barrier requirements.

The information on this sheet only includes basic requirements; consult original documents for
specific requirements. See back of this sheet for electrical requirements.



Electrical Information

BURIAL DEPTHS OF!

NON-METALLIC CONDUIT..... . 18"
(P.V.C.)

RIDGID METAL CONDUIT &
INTERMEDIATE METAL ........... 6"

CONDUIT

* FOR MORE INFORMATION, REFER TO
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for Swimming Pool, Hot Tub or Spa

FOR PERMANENTLY INSTALLED POOLS

680-10 ALL UNDERGROUND WIRING
EXCEPT POOL ASSOCIATED WIRING
SHALL BE 5° FROM POOL

ART 68B0-1-680-3I

NEC

680-6 A 2 |5V GFCI RECEPTACLF MINIMUM
10" AND NOT MORE THAN 20" FR
INSIDE WALLS OF POOL

HOUSE

HOUSE ———

PANEL

/ 10’ “20'

680-8 . SERVICE
DROP CONDUCTORS SHALL BE 10’

FROM INSIDE WALL OF POOL HORIZONTAL.

OR 18" ABOVE WATER LEVEL IN ANY

DIRECTION IF DROP PASSES OVER POOL-

N

UTILITY CO/
WIRES MUST BE 10" FROM
INSIDE WALLS OF POOL

680-22 METAL FENCE IF r '
WITHIN 5 OF POOL MUST ——m
B8E BONDED TO POOL FRAME
WITH #8 SOLID COPPER WIRE
]
&
< S
et W
W o
880-22 ANY METALLIC LADDER ¥ o
OR POOL SLIDE MUST BE BONDED \‘ 3
TO POOL SHELL WITH #8 SOLID z
COPPER WIRE — &
5 o
BOND
£ I
680-22 BOND POOL
SHELL, PUMP AND 5
~—JUNCTION BOX WITH
#8 SOLID COPPER
WIRE POOL 0"
’ |
FOR THIS AREA
- SEE PAGE 2 ) /
\~eao—e A 1 EXCEP. li5V 20 AMP
3-WIRE TWIST-LOC RECEPTACLE
UNDER GFCI PROTECTION
/’a

Electrical Permit fee schedule — Sample for bonding of pool only
If a circuit is needed for pool equipment add 1 circuit @ $5 each.

680-6 A 1 EXCEP.
JUNCTION BOX FOR
(TWIST-LOC RECEPTACLE

DETAIL FOR PERMANENTLY INSTALLED POOLS

PAGE 2

(CIRCLED AREA ON PAGE 1)

)

GREEN #12 INSULATED
COPPER CONDUCTOR

680-7, 680~6 A 1 EXCEPT. & 410-57B
3-WIRE GROUNDED TWIST-LOC
REGEPTACLE WITH IN USE RAINTITE
COVER

=) POOL SHELL
PUMP
| SOLDERLESS MOTOR A —soLoerLEss SOLDERLESS
LUG LG LUG
in)
Lsasoun
COPPER WIRE

680-7 3 WIRE #12
CORD NOT TO EXCEED
3' [N LENGTH

VIl Fee Chart - Enlar ina number of items being insialied, mulfiply by the unit price for total fee.

FEE | #MEMS| TOTAL FEE | ammES mﬂ
. AppfoatonFes onreiundable) | G000 | 1 | gsago | | KVAEHR.
powem 19.Unis ;ptn 20 %00
2 Thugh 200 Amp. $10.00 20.Unis 210 SOKVA GrHP. | $i00
3. Over 200 Arp. o 600 Amp. | $15.00 21.UnisSTKVA orHP. Bover | $1200
4.0ver 600 Amp. fru 00 Amp. | $20.00 Fire Alarm Systems
22. Upio 10 devices $50.00
5 Over 00 Amp. tru 1200 Amp. | §25.00
23,11 o 20 devices $10000
6. Over 1200 Amp. (GFl ) $50.60
peeen 24, Over 20 davices 5.0 eacl
ircuits
Bo Dete [ Telecommuication Oullsis
8 Lt Fures-por 5 b 31.Upto 10devicas $5000
ok by 32 1110 20 devices $100.00
10. Fumage - Unit Heater $500 3. Over 20 G Py
14, Elecical Heeiing Uniis essboers]  $4.00 5 ooy o Torp ol | 4500
2. Power Outiels franges, dyess, eiz) | $7.60 %6 Condutonlyor g oy 500
Signs Trepecions
13.Usit $10.00 27 Syl . ot | 00
14.Letter $15.00 i
28, Addionel Inspecion 35000
15, Noon - each 25 fest $20.00
29. Final Inspaction sm| [ _mdg
16. Fesders-Bus Duds, .- per 50 | 6.0
30. Certiication Fes S0
17. ke Home Park Sits" $600
ol Vel Total Fes (Mustinclude the $50.00 00
18, Recreations Vehige Park 2 | $4.00 g 100.%

* 83 VL Fae Clariication Hem #17 above




